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Terminal block X1-30 added to 0VDC 

4,2 07-03-25

K8 adedd 

3 3,6

4,1\4,2\8,4(4)  (8)

Terminal block X1-34 added between DC Converter and 24VDC wire4

07-03-25

07-03-25

07-03-25

07-03-25

07-03-25

07-03-25

Terminal blocks X1-44 and X1- 43 added to K7  instead of IA4,34

Resistance added between I6 and K4 wire5,65

5 5,6 Dirty air cleaner connected to input I6

Battery voltage connected to Input IA instead of IF6,26

6

6

Canopy temp connected to Input IB instead of ID6,3

Vacuumsensor connected to Input IF instead of IB6,7

07-03-25

07-03-25

07-03-25level sensor option added and connected to  ID 6 6,5


